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EXISTING FEEDER 2
EXISTING FEEDER 2
EXISTING FEEDER 2
ELEC. ROOM 4B-237 EX. ELEC CLOSET EX. ELEC CLOSET NEW ELEC ROOM EX. ELEC CLOSET 4
225.4—p P—25.4
EX X EX EX EX. % EX X EX acra | |EHA QAL T 4o EX X EX 0 NEW 277-V LFE SAFETY
ELH-2 |L-1-4E [IL—1-4E B—4E-230 | EBUL-2-4F [L-2-4 |L-2-4F [H-2-4¢ JL-1—4A [H-1-4A UL-3/4A LIGHTING CIRCUIT.
! 2 1 2 3
T-4CEQLA
T-4CCLA
LEVEL 4
LEVEL 3
LEVEL 2
LEVEL 1
TRANSFORMER ROOM
PROVIDE NEW 225/3 CIRCUIT BREAKER IN EXISTING SMTCHBOARD FOR OVERCURRENT PROTECTION OF NEW FEEDER.
CONTRACTOR SHALL VERIFY EXISTING PANEL TYPE AND PURCHASE COMPATIBLE CIRCUIT BREAKER.
EXISTING EXISTING EXISTING
SWBD-EJ SWBD—-EMA SWBD-D4
@ @ BASEMENT
01 NO SCALE
TRANSFORMER SCHEDULE
PRIMARY SECONDARY
SO | e
DESIG LOCATION KVA VOLT FEEDER PROT. VOLT FEEDER PROT. | CONDUCTOR | K—RATING
. _ 480V " 208Y,/120V . .
T-4CCLA | ELEC. RM. 4C—175 45 | son swec | 3#2 1486, 1-1/47C 90/3 | Spon awag | 4#1/0. 1466, 2°C 150/3 | 146, 3/4"C | CRITICAL
T—4CEQLA _ 480v X , 1" 60/3 | 208Y/120V | 44, 1466, 1-1/2"C 100/3 | 146, 3/4°C | EQUIPMENT
ELEC. RM. 4C—175 30 IPH, WG 3#4, 14#10G, 1°C / IPH, WG #1, 146 /! / #6. 3/ Q
MOTOR FEEDER SCHEDULE FEEDER SCHEDULE
480 VOLT 3 PHASE
MOTOR FEEDER 600V _MAX.
TAG HP cB FEEDER DESCRIPTION FEEDER TAG FEEDER DESCRIPTION
15.1, 201 | 2412, 1412 G, 3/4" C
15.4, 20.4 | 3#12, 1412 N, 1#12 G, 3/4" C
7.5M 7.5 20 3412, 1§12 G, 3/4" C
25.3, 30.3 | 3410, 1410 G, 3/4" C
10M 10 o5 3412, 1410 G, 3/4" C 25.4, 30.4 | 3410, 1410 N, 1410 G, 3/4" C
15M 15 40 3410, 1410 G, 3/4" C 35.3, 40.3 [ 348, 1410 G, 3/4" C
35.4, 40.4 | 348, 148 N, 1410 G, 3/4" C
20M 20 50 348, 1410 G, 3/4" C
#. 1# / 45.3, 50.3 | 3#6, 1410 G, 3/4" C
25M 05 50 346, 1410 G, 3/4" C 45.4, 50.4 | 346, 146 N, 1410 G, 1" C
" 60.3 344, 1410 G, 1" C
oM % 0 346, 148 6, 3/4 C 60.4 344, 144 N, 1410 G, 1 1/4" C
40M 40 100 | 344, 148 G, 1" C 03 34 148 6 1° ©
50M 50 125 | 343, 146 G, 1-1/4" C 704 3#4, 144 N, 148 G, 1-1/4" C
. 80.3 343, 148 G, 1-1/4" C
SoM 50 150 | 3#1. 146 G, 11/4" C 80.4 343, 143 N, 148 G, 1-1/4" C
75M 75 175 | 341, 146 G, 1 1/4" C 00,3 342, 148 G, 1-1/4" C
100M 100 225 | 3#2/0, 144 G, 2" C 90.4 3#2, 142 N, 148 G, 1-1/4" C
n 100.3 341, 148 G, 1-1/4" C
125 125 300 |3#3/0, 144 G, 2 C 100.4 34, 141 N, 148 G, 1-1/2" C
150M 150 350 |[3p4/0,1 436 2" C 10.3 S#1, 146 G, 1-1/8" C
200M 200 450 |3#350M 142 G, 2-1/2" C 0.4 3#. 14 N 146 6, 1-1/2° C
125.3, 150.3 | 3#1/0, 146 G, 1-1/2" C
125.4, 150.4 | 3#1/0, 141/0 N, 146 G, 2" C
175.3 3#2/0, 146 G, 2" C
175.4 342/0, 142/0 N, 146 G, 2" C
200.3 343/0, 146 G, 2" C
200.4 3#3/0, 14#3/0 N, 146 G, 2" C
225.3 344/0, 144 G, 2" C
225.4 3#4/0, 1#4/0 N, 144 G, 2-1/2" C
250.3 3-250KCM, 144 G, 2—1/2" C
250.4 3-250KCM, 1—-250KCM N, 1§#4 G, 2—1/2" C
300.3 3-350KCM, 144 G, 2—1/2" C
300.4 3-350KCM, 1—-350KCM N, 144 G, 3" C
350.3 3-500KCM, 143 G, 3" C
350.4 3-500KCM, 1—500KCM N, 143 G, 3-1/2" C
400.3 3-600KCM, 1#3 G, 3" C
400.4 3-600KCM, 1—600KCM N, 143 G, 3-1/2" C
450.3 (2) SETS EACH OF 3#4/0, 142 G, 2" C
450.4 (2) SETS EACH OF 34#4/0, 144/0 N, 142 G, 2—-1/2" C
500.3 (2) SETS EACH OF 3#250KCM, 142 G, 2-1/2" C
500.4 (2) SETS EACH OF 3#250KCM, 14#250KCM N, 142 G, 2-1/2" C
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